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GENERAL NOTES:

OTHERWISE.

2. SEE DRAWINGS UEL6.61.08, UEL6.61.09 FOR MANHOLE, HANDHOLE, PULL BOX AND
DUCTBANK REINFORCEMENT DETAILS.

3. CONTRACTOR SHALL COORDINATE WITH CONSTRUCTION MANAGER THE INSTALLATION OF
DUCTBANKS WITH BUILDING LAYOUTS.

4. CONTRACTOR SHALL MAKE NO SPLICES IN THE MANHOLE UNLESS NOTED OTHERWISE.

5. COMMUNICATION CABLE INSTALLATION SHALL BE COORIDNATED WITH THE CONSTRUCTION
SCHEDULE AND CABLE SHALL BE COILED UP IN THE NEAREST MANHOLE TO BE PULLED
INTO THE BUILDING WHEN REQUIRED.

6. PROVIDE 2" DRAIN PIPE FROM THE MANHOLE SUMP UPTO THE DAYLIGHT AREA.

MATCHLINE - SEE SHEET NO. UEL2.61.J4 | 1. ALL POWER CONDUITS ARE 5" AND COMMUNICATION CONDUITS ARE 4" UNLESS NOTED

o

KEY NOTES:

NOT USED.

MATCHLINE - SEE SHEET NO. UEL2.61.H5

KEY PLAN

SNS GRID NORTH

SCALE: 1" = 20
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MATC'\‘HLINE - SEE SHEET NO. UEL2.61.J6 ,
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